
2' MIN.

NEW FLOW CHANNEL

8" PVC

PIPE

CORE DRILL HOLE

SEE MANHOLE

SPECIFICATIONS

5' MINIMUM

EXISTING BENCH

AND FLOW CHANNEL

FILL WITH GROUT

BOOT

MINIMUM 2 - 2" x 1/2"

STAINLESS STEEL ANCHOR

TO WALL AT 5' INTERVALS

MAX WITH 3/4" STAINLESS

STEEL BOLTS.

INSIDE DROP

CONNECTIONS

MAY BE USED ON

MANHOLES FIVE

(5) FEET IN

DIAMETER

MINIMUM

6" PVC PIPE & FITTINGS MINIMUM

S - 11

DRAWING NOT TO SCALE
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INSIDE DROP CONNECTION

AT EXISTING MANHOLE

STANDARD
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